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PROPOSED EXTENSION AT BELVEDERE, BLAZEGATE, 

LUTTON, SPALDING, PE12 9HJ 

FLOOD RISK ASSESSMENT 

 

 
View of rear of existing bungalow 
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13 Lea Gardens, 

Peterborough, 

PE3 6BY 

 

 

 

This flood risk assessment has been prepared solely to support the planning application for a proposed extension 

at Belvedere, Blazegate, Lutton, Spalding.  The author has made every effort to provide an accurate assessment 

of the flood risk but accepts no liability should the information be found to be incorrect or incomplete, or if it is used 

for any other purposes other than for which it was originally commissioned.    
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Introduction 

A planning application is due to be submitted to South Holland District Council for 

permission to construct a single storey rear extension to the bungalow at Belvedere, 

Blazegate, Lutton, Spalding, PE12 9HJ. 

The site is within Flood Zone 3 as shown on the Environment Agency’s Flood Zone 

Map.  These maps do not take into account existing flood defences. 

The site is shown within the defended area of the South Holland District Council’s 

Strategic Flood Risk Assessment (SHDC SFRA) map and is located in the Welland 

and Deepings Internal Drainage Board district. 

Environment Agency (EA) Flood Zones 

The map below is taken from the Environment Agency website and shows the flood 

zones in the area. 

 
It can be seen that all of this area of Lutton is within flood zone 3. 

Application Site 

As the site is within a defended area the proposed development can be considered to 

be within Flood Zone 3(a) as detailed on the Environment Agency’s flood zone maps 

without defences, as defined in Table 1 of the Technical Guidance. 

Applying the flood risk vulnerability classification in Table 2 of the Guidance, a 

development consisting of an extension to a bungalow is classified as “more 

vulnerable”. 
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Table 3 of the Guidance is shown below: 

Flood 

Zones  

Flood Risk Vulnerability Classification  

 

Essential 

infrastructure 

Highly vulnerable More vulnerable Less 

vulnerable 

Water 

compatible 

Zone 1 ✓ ✓ ✓ ✓ ✓ 

Zone 2 ✓ 
Exception Test 

required 
✓ ✓ ✓ 

Zone 3a † 
Exception Test 

required † 
✗ 

Exception Test 

required 
✓ ✓ 

Zone 3b * 
Exception Test 

required * 
✗ ✗ ✗ ✓* 

The above table states that to be satisfactory the sequential and exception test should 

be applied to the development.  However the guidelines state that these tests do not 

need to be applied to a development of an extension to an existing dwelling. 

South East Lincolnshire Planning Website  

Part of the map in the South East Lincolnshire SFRA which shows the predicted 

residual peak depths in 2115 for the 0.5% (1 in 200 year) tidal or the 1% (1 in 100 

year) fluvial event probability is shown below and this predicts approximately between 

500mm and 1.0 metre depth of flooding could occur on the site of the proposed 

extension if the tidal bank of the River Nene east of the site or the Wash banks north 

of the site were to breach in a 1 in 200 year tidal event in 2115.  

 

There is no mapping available for this area for the 1 in 1000 year event in 2115. 

 

 

 

http://planningguidance.communities.gov.uk/blog/guidance/flood-risk-and-coastal-change/flood-zone-and-flood-risk-tables/table-1-flood-zones/
http://planningguidance.communities.gov.uk/blog/guidance/flood-risk-and-coastal-change/flood-zone-and-flood-risk-tables/table-1-flood-zones/
http://planningguidance.communities.gov.uk/blog/guidance/flood-risk-and-coastal-change/flood-zone-and-flood-risk-tables/table-2-flood-risk-vulnerability-classification/
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Surface Water Flooding 

The map below is taken from the Environment Agency website and shows the extent 

of surface water flooding in a 1 in 1000 year event in the area. 

 

It can be seen that there is no predicted surface water flooding on the site in this event. 

Conclusions and Recommendations 

The proposed extension does not increase the number of bedrooms and the proposed 

extension only provides additional space at the rear of the bungalow.  Therefore it can 

be concluded that no additional people will be in danger if a flood event were to occur.  

The existing ground floor level is between 150mm and 200mm above the ground level 

at the rear of the bungalow.  It is recommended that the ground floor of the proposed 

extension should be constructed with the finished ground floor level at the same level 

as the existing dwelling.   

It is recommended that the new extension should be designed and constructed with 

flood resilient measures incorporated.  These measures will include; 

• All electrical services should be placed at first floor level and cables dropped 

down to the sockets, which should be a minimum of 600mm above the floor 

level. 

• Skirting boards and plaster finishes should be able to withstand flood damage 

if 600mm of water entered the building and remained for a few days. 

• Suitable tiles should be used as flooring in the new extension. 

The owner of the property should register with the Environment Agency’s Floodline 

Warnings Direct Service. 

19th June 2025 

Stuart Hemmings B Sc C Eng  MICE MIWEM 

Tel:  01733 566966  or  Mobile:  07804 189365 

stuart.hemmings@btinternet.com 

mailto:stuart.hemmings@btinternet.com
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Appendix  
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