
Project: Pizza Express Spalding Revision: 01

Project No: P5495 Date: 12/11/2025

Ref Room Name

Total 

Cooling 

Capacity 

(kW)

Sensible 

Cooling 

Capacity 

(kW)

Power 

Supply 

(V/Ph/Hz)

Run Current 

(A)

Start 

Current (A)
Fuse Pipe Run Manufacturer Pipe Size Model

AC-01 3/8" 5/8" FCAG125B

CU-01 230/1/50 24.7 27.8 32 3/8" 5/8" RZASG125MV1

AC-02A 3/8" 5/8" FCAG125B

AC-02B 3/8" 5/8" FCAG125B

CU-02 23.5 400/3/50 24.7 27.8 32 3/8" 7/8" RZA250D

Notes:

Air Conditioning Unit Schedule

30m

Type

Cassette

Condenser
9.3Restaurant Daikin13.6

Restaurant

Cassette

All equipment to be R32 refrigerant

Central controller not required

Wall mounted controllers to be installed in the managers office, 1 per system - model Madoka BRC1H52W

27m Daikin

Condenser

Cassette


	Air Conditioning Unit Schedule

