Alumasc Rainwater Gutter Calculator - BS EN 12056-2: 2000
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Gutter CALC1

Rainfall - BS EN 12056

Town sutton
Category Catl
Rainfall Intensity (I/s/m2) 0.02

Catchment Area

Roof Length (m) 24.37

Eaves to Ridge (m) 6.063

Pitch Angle (deg) 15

Vertical Height (m)

Radius (m)

Additional Area (m2) 0

Effective Area (m2) 167.55

Gutter Range Galvanised
Steel

Product Code ST150HRG

Gutter Size 150mm

Gutter Length (m) 24.37

Position External

Corners No Corner

Outlet

Outlet Size 100mm dia

Number 2

End or Centre End

Leafguard/Strainer No Leafguard

Gutter Achieved Flow (I/s) 25

Gutter Required Flow (I/s) 1.7

Outlet Achieved Flow (I/s) 10.6

Outlet Required Flow (I/s) 1.7

Pass

All calculations are to BS EN 12056 based upon input data. Please check that the input data has been correctly interpreted,
Architects, Engineers and other users of this software must satisfy themselves in respect of the adequacy of the design
Alumasc can not be liable for any design undertaken using this software.
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